Installation instruction /

MHcTpyKuMsa no yctaHoBke /

OpHaTy xeHiHgeri HyckaynbIk /

IHcTpyKUia Ta iHpopmauisa npo 6e3neyHicTb

Resi9 RCBO R9D8eeee

Residual Current circuit Breaker with Overcurrent protection (RCBO)
Compliant with Standard: IEC61009-2-2

AsTOMaTu4eckui Boeikntoyatens JudpdepeHumansHoro Toka (ABOT)
CootsetcTBue ctaHgaptam: FOCT P 51327.1, MOK 61009-2-2

OndpdepeHumanabik TokTbiH ABTOMaTTbl AXbipaTkbilbl (OTAA)
[OCT P 51327.1, MOK 61009-2-2 ctaHgapTbIHa calikec eneai

ABTOMaTUYHUIN BUMMKaY AndepeHLianbHOro CTpymy i3 3axvcToM Bif
HapcTpymis (AB[C)

T Bignosigae ctangaptam: ACTY IEC 61009-2-2:2019

0 (IEC 61009-2-2:1991, IDT)
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PLEASE NOTE OBPATUTE BHUMAHUE HA3AP AYOAPbIHbI3 3BEPHITb YBAI'Y
® The installation, maintenance and W YCTaHOBKa, aKCrnyaTauus n W OnekTp xabablKTapbiH OpHaTY, W YcTaHOBKa, ekcnyartauis Ta
eventual replacement of this device 3ameHa anekTpoobopyaoBaHus nanganany, XeHaey KeHe TeXHUKasnbIK 3amiHa enekTpoobnagHaHHsA NOBUHHI
must only be carried out by a qualified [OMKHbBI BLINOMHATLCSA TONBKO KbI3MeT kepceTy Tek 6inikTi MamaHgap BUKOHYBaTUCA TinNbkK kBanidikoBaHUm
electrician. KBaNMULMpPOBaHHbIM NEPCOHANOM. TaparblHaH Xy3ere acblpbliybl TUIC; rnepcoHanom.
m This device must not be repaired. m [laHHOe yCTPONCTBO He NoANexXuT m KypbInFbl xxeHaeyre kenvengi. m [puncTpiit He nignarae pemMoHTy.
m All applicable local, regional and PEMOHTY. B KYPbINFbIHbI OPHATY XoHe nanganaxy W Y npoueci ycTaHoBKM, ekcrnyarawii
national regulations must be complied m B npouecce yctaHoBku, akcnnyatauuu | kesiHae 6aprblk TUICTI XKeprinikTi, aiMakTblk | Ta 3aMiHV JaHOrO NPUCTPOD MOBUHHI
with during the installation, use, 1 3aMeHbl JaHHOrO YCTPONCTBA AOSMKHbI | XaHe YNTTbIK epexenep cakranybl TUiC. AOTpUMyBaTUCH BCI Aitodi MicLeBi,
maintenance and replacement of this cobniogaTtbcsi Bce AencTByloLmne W Awy Ke3iHAe aHbIKTanfaH 6yniHreH perioHanbHi Ta HalioHanbHi HOPMaTUBHI
device. MECTHblE, pervioHanbHbIe 1 KYPbIFbIHbI OpHATNaHbI3. aKTu.
m This device should not be installed if, | HaunoHanbHbIE HOPMAaTUBHBIE aKTbI. m Schneider Electric ocbl KyxatTa B 3a60pOoHSIETLCS YCTAHOBKA NPUCTPOLO,
when unpacking it, you observe that itis | m 3anpelyaeTca ycraHoBKka yCTpOMCTBa, | KepceTinreH HyckaynbikTap opblHAanMaraH | npy posnakyBaHHi sikoro 6ynu BusiBneHi
damaged. npun pacnakoBke KOTOporo 6binun xaraaaa 6apnblk xkayankepLuinikteH 6ac | yWKOMKEHHS.
m Schneider Electric cannot be oBHapyxeHbl NOBPexXAeHUs. TapTtagbl. m Schneider Electric 3Himae 3 cebe
held responsible in the event of m Schneider Electric cHumaert ¢ cebs B OHiMHiH ByKin emipnik Lmkni kesiHae 6ynb-siKy BiAnosiganbHicTb y pasi
noncompliance with the instructions in BCSIKYIO OTBETCTBEHHOCTb B Criyvae TEXHUKanbIK KbI3BMET KOpCETY HyCkaynapblH | HEAOTPUMAHHS IHCTPYKLIN, 3a3HaYeHnX
this document and in the documents to HecobmMioAeHNst UHCTPYKLWIA, yKa3aHHbIX | cakTay Kepek. B J@HOMY AOKYMEHTI i JOKyMeHTax, Ha
which it refers. B J@aHHOM [JOKYMEHTe 1 [OKyMeHTax, Ha SIKi HABOAATLCS MOCUMAHHS.
m The service instruction must be KOTOPble NPUBOASITCS CCbIMKU. u [1poTArom BCbOro TepmiHy
observed throughout the life time of this | m Ha npoTsxkeHumn Bcero cpoka ekcnnyatauii BUpoby NoBUHHI
device. aKcnnyaTauun nsaenus [omKHbI [OTPUMYBATUCS IHCTPYKLIT 3
cobnoaatbCs MHCTPYKLMU NO o6cnyroByBaHHs.
obcnyxmBaHuio.

A A DANGER/OINACHOCTb / KayinTti / HEBE3IMNEKA

HAZARD OF ELECTRIC SHOCK, OnacHocTb nopaxeHuem ONEKTP TOrbIMEH, XXAPbINbICNEH HEBE3MNEKA YPAXEHHA
EXPLOSION OR ARC FLASH. 3NeKTPUYECKMM TOKOM,0NACHOCTb. XAPAKATTAHY HEMECE OOFAHbIH ENEKTPUYHUM CTPYMOM, BUBYXY
m Turn off all power supplying this m [Nepen Hayanom paboTbl OTKMOYUTE MAWOA BONY KAYNTI. ABO BUHUKHEHHA AYrosoro
device before working on it. nuTaHue. m XKababiKTa )KyMbIC Xacamac bypbiH PO3PAOY
m Use a voltage tester with a suitable | VicnonbaynTte Tectep HanpskeHus 6apnblk KOpeKTeHyAi eLUipiHi3. u epep noyatkom po60oTH BUMKHITL
rated voltage in order to check that all C NOAXOAALMM HOMUHATbHBIM m KyaT ewipyni 6onyblH kKamMTamacbi3 eTy | KUBMEeHHA.
active conductors aren’t energized. HanpspkeHnem, 4Tobbl ybeanTbes, YLLIH TUICTi HOMVUHaNAbI KepHeyni KepHey B B1KOpUCTOBYiATE TecTep Hanpyru 3
Failure to follow these instructions YTO BCE aKTUBHbIE NPOBOAHWKN HE KOPCETKILLIH NanaanaHbiHbI3. BiAMOBIAHOK HOMIHAMBHOIO HaMNPyroto,
will result in death or serious injury. HaxoAsaTCs NoA HanpshkeHUeM. Byn HyckaynapAbl opbiHaamay efimre | o6 NepekoHaTnca, Wo BC aKTMBHi
HecoGniogeHue aTUX UHCTPYKLUMA Hemece aybIp XapakaTka anbin kenyi NpoBiAHNKN He nepebyBatoTb nig
npuBeaeT K CMepTU UNU CepbLEe3HOMN MYMKiH. Hanpyroto.
TpaBme. HeBWKOHaHHA UMX IHCTPYKLiW Nnpu3Beae

A0 cMepTi a6o cepho3HUX TPaBM.

Description / Onucanue / Cunatrama / Onuc

@ Residual Current Circuit Breaker with Overcurrent @ ABTomaTuyeckut Boikniouarens [uddepeHuymansHoro

Protection (RCBO) provides: Toka (ABOT) o6ecneunBaeT:
m Protection against short-circuits m 3alnTy OT TOKOB KOPOTKOTO 3aMblKaHUs
N 1 m Protection against overloads m 3awuTy NpoBOAKM OT TOKOB NEpErpy3kut
m Protection against electric shock by indirect contact, m 3awuTy nogen oT NopaxeHust ANeKTPUYECKUM TOKOM Mpu
and by direct contact for < 30 mA sensitivity npsiMOM npukocHoBeHum (< 30 MA)
- / m Protection against fire hazards due to persistent B 3awuTy OT Noxapa v3-3a ANUTENbHOro 3aMblKaHUs Toka
\ - * - A earth fault current Ha 3eMnio
T
I @ OunddeperHunanabik TokTbiH ABTOMaTThI @ ABTOMaTUYHUIA BUMUKa4 audepeHLianbHOro CTpymy i3
A AxbipaTkbiwbl (ATAA) keneciHi KamTamachbI3 eTeai: 3axucToM Bia HapacTpymis (AB[C) 3abesnevye:
[ m Kbicka TyibikTanyaaH kopray B 3axucT Bif KOTOPOTKUX 3aMUKaHb
) B ApTbIK XXYKTEMeAEH Kopray m 3axuct kabento Bi CTPYMiB NepeBaHTaXeHHs
m CesimTangbirbl < 30 Ma xargaiibiHaa Tikenen Tyicy W 3axnCT fiofelt Bif ypaKeHHs eNeKTPUYHHIM CTPYMOM Mpu
N 2 BapbiCcblHAA AMEKTP TOrblHaH 3akbiMAaHyAaH Kopray npsamomy oTuky (£ 30 mA)
m XKepre Kbicka TyWblKTanyablH TypakTbl TObl B 3axucT Bif NOXeXi i3-3a TPMBaNoro 3amvKaHHs Ha 3eMo
XafganblHAa TyTaHy ToyekeniHeH Kopray
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Installation / YcTaHoBKa /
Okwaynay / MoHTax

Clip on DIN.

D
3awenkHyTb Ha DIN-peiiky.
KK
UK

Bakpinutn Ha DIN-peviky.

0...360° )

Indifferent position of installation.
Jio6oe ycTaHOBOYHOE MOMOXEHME.
DIN peiikara capT eTin 6ekiTiHi3a MoHTamkay Kkannbl apkanan.

Bynpb-sike NONoXeHHs NPy MOHTaXi.

Dimensions / Paamepbl / CbIpTKbl nwemaepi
| FTabapuTHi po3mipu
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Connection / CoeauHeHue / XXanray / 3’eaHaHHA
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Resi9 RCBO 1P+N

15 mm 15 mm 1...16 mm?

1...10 mm?
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Test /| Tect / CbiHak / TecTyBaHHA

@ m In the absence of any regulation, the test must be carried out once a month.

m The RCBO will trip immediately when press test button, and failure to do so indicates either no supply
to the RCBO or a faulty device.
m [pu oTcyTCTBUM TPeBOBaHMI CO CTOPOHbI NOKamnbHbIX CTAHAAPTOB TECTUPOBAHUE [OMKHO
NPOBOAMTLCS OAMH pa3 B Mecsil,.
m [pu HaxaTtum kHonku Tect ABOT porxeH cpabatbiBatb HemeaneHHo. Owmbka npy TecTMpoBaHum
yKa3blBaeT Ha OTCYTCTBME NUTAHUS UMM HEMCNPABHOCTb YCTPOWCTBA.
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m XeprinikTi cTaHgapTTap TapaneiHaH Tanantap 6onmaca, ceiHak avibiHa 6ip peT Xyprisinyi Tmic.
m (TecT) TyMeLuiriH 6ackaH kesne ATAA nepey ceHegi, an erep 6ynai 6onmaraH xarganaa, 6yn
— [ITAA-fa kyaT Bepinveit TypraHblH Hemece eHimae akay 6ap ekeHiH 6ingipeai.

m 3a BiAcyTHOCTi Byab-AKMX NpaBuI, TECTYBaHHS Mae NPOBOAUTUCS OAWH pa3 Ha MicsiLb.
m AB[IC BMMKHETbCS Biapa3dy Micnsi HaTUCKaHHS KHOMKW TECTYBaHHS, a SIKLLO BUMUKAHHSA He Biabynocs,
Lie BKa3sye Ha BiCYTHICTb xuBneHHs Ha AB[JC abo Ha HecnpaBHiCTb NPUCTPOLO.

NOTICE / NPEQRYTNPEXOEHWNE / ECKEPTIIE / NNOMNEPELXEHHA

HAZARD OF IMPROPER OPERATION
Do not use test button to switch OFF
RCBO.

Failure to follow these instructions
can result in equipment damage.

OMACHOCTb HEMPABUIIbHOIO
®YHKLUNOHUPOBAHUA

He ncnonb3ayinte KHOMKY TecT Ans
BblkntodeHuss ABIT.
HecoGnioaeHune 3Tux MHCTPYKUWIA
MOXET NPUBECTU K NOBPEXAEHUIO
o6opyaoBaHus.

[¥PbIC X¥MbIC ICTEMEY KAYNI
OTAA ceHaipy YLiH TecT TyAMeLliriH
naviganaH6aHbl3.

Byn Hyckaynapabl opblgamay —
XabAbIKTbIH 3aKbIMAAHYbIHa aKenyi
MYMKiH.

HEBE3NEKA HENPABUINbHOI
EKCMNYATALII!

He BMKOPUCTOBYITE KHOMKY TECTYBaHHS
ansa summkanHa ABLC.
HenoTpmMaHHA LMX iHCTPYKLIN

MOXe NPU3BECTU [0 MOLIKOAXKEHHS
o6nagHaHHSA.

Technical characteristics / TexHnyeckue xapakrepuctuku / TexHukanblKk cunatramanapbl

| TexHi4Hi XapaKTepuUCTUKN

en)

Main characteristics

m Sensitivity or tripping threshold:
10 mA, 30 mA

m Rated operational voltage (Ue):
230 VAC

m Rated frequency: 50 Hz

m Rated impulse withstand voltage
(Uimp): 4 kV

m Reference calibration temperature:
30°C

Additional characteristics

m Degree of protection (device only):
IP 20

m Degree of protection (device in
modular enclosure): IP 40
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OCHOBHbI€ XapaKTePUCTUKN

m YysctBUTENLHOCTL: 10 MA, 30 MA

B HomuHanbHoe paboyee HanpspkeHne
(Ue): 230 B~

® HomuHanbHas yactoTa: 50 'y

® HomuHansHoe umnynbcHoe
BblAepX1BaeMoe HanpshxkeHne
(Uimp): 4 kB

m KoHTponbHas Temnepartypa
OKpy>KatoLLero
Bosgyxa: 30 °C

[ononHuTenbHbIE XapaKTePUCTUKMN

m CTeneHb 3awmTbl (TONbKO ANs
ycTtpovicTea): IP 20

m CTeneHb 3alnTbl (YCTPOCTBO B
mogynbHoM wkady): IP 40
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Herisri cunaTtramanapsbl

m CesimMTangblk Hemece axblpaTty Torbl:
10 MA, 30 MA

® HomwuHangbl xxymbic kepHeyi (Ue):
230 B~

® HomuHangp! XKuiniri (My): 50 My

B HomMuHanabl MMMynbCcKke Te3y KepHeyi
(Uimp): 4 kB

m Cinteme kanubprey Temneparypacsbi:
30°C

Kocbimlua cunattamanapsl

m KopraHbiC Aapexeci (Tek KypbinfbiFa
kaTblCcTbl): IP 20

m KopraHbiC gapexeci (Mogynbaik
KOpMycTaFbl KypbINFbiFa KaTbICTbl):

@

OCHOBHi XapaKTepuUcTUKN

m YyTnmeictb: 10 mA, 30 mA

m HomiHanbHa poboya Hanpyra (Ue): 230
VAC

m HomiHanbHa YacTtoTa: 50 Hz

B HomiHanbHa BUTpUMYBaHa iMnynbcHa
Hanpyra, (Uimp): 4 kB

m KoHTponbHa Temneparypa
HaBkonumLwwHboro cepegosmwia: 30 °C

[oaaTkoBi xapaKTepuCcTUKu

m CTyniHb 3axvCTy (NuLwe Ans NpyUcTpoIo);
IP 20

m CTyniHb 3axuCTy (NpUCTPIN B
MogayrnbHomy kopnyci): IP 40
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